UTAHSTATE CAPITOL ARCHITECTURE: HISTORIC LIGHTING SURVEY REPORT

L-40 L-22

Molded frosted glass, hanging by chain. Brass rim with acanthus Wall sconce (new) frosted glass, cone-shaped
leaves, brass divisions over glass with hanging finial

Quantity: 4 Quantity: 34
Condition:  Good Condition:  Good
Notes: Hang from each interesction of the beams. Notes: Not Historic, but have historic quality - should be replaced

with more Historic Light. Placed in all conference rooms
including 223/224, 303/305.
Count on fixutes is approximate

Found In: 403
Committee Rooms

Found In: 331
Supreme Court Chamber

Page XTX.TX.306
UTAHSTATE CAPITOL RENOVATION PLANNING SITE ANALYSIS COOPER  ROBERTS ARCHITECTS TEAM APPENDIX IX: ARCHITECTURF HISTORIC LIGHTING SURVEY REPORT



L-29

L-13
Brass table lamp with 4 "candles" and shade

Chandelier, historic 1/2 globe, board room

Quantity: 2 Quantity: 6
Condition:  Good Condition:  Good
Notes: Historic Lamps Notes: Center of room, Historicity unsure. Good replication
Found In: 370c Found In: 200
Senate Lounge

Governor’'s Board Room
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L-27 L-21

Ceiling Light - simple bulb French crystal chandelier, round suspended brass fixtures with cut-
glass ornament and variety of crystals

Quantity: 1 Quantity: 1
Condition:  Poor Condition:  Good
Notes: Hanging at the end of the staircase - at entry to safe. Room Notes: Center of room - Unsure on Hisotricity

no longer used as safe - the fixture is mounted to the cement
ceiling though the bulb is hanging by string.

Found In:  215b Found In: 302
State Treasurer - Office Vault Storage House of Representatives Private Lou
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L-02 L-07

Ceiling lamp mounted, Metal rim, 1/2 round globe Wall lamp, half-round globe in plaster "ram" cartouche
Quantity: 21 Quantity: 24
Condition:  Good Condition:  Good
Notes: Placed in less visable corridoor areas and high ceilings - 1st- Notes: found above the entablature on the 4th floor. At the rows end
4th floors. are found griffins in the far corners.
Found In: 470 Found In: 470
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L-06 L-01

Wall sconce, metal bar with 2 hanging round globes Ceiling lamp mounted, incandescent, round globe, historic
Quantity: 24 Quantity: 1
Condition: Good Condition: Good
Notes: Notes: Above Stair areas.
Found In: 470 Found In: 470
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L-11 L-35

Ceiling lamp suspended, incandescent, 1/2 round globe, historic. Brass ceiling lamp, 6 sides pointed reverse dome
Center chains and side supports.

Quantity: 88 Quantity: 3
Condition:  Good Condition:  Good
Notes: Lines cooridoor. Approximate count is 44 per floor. There are Notes: Mounted at the entrance to each of the Chambers

an additional 6 Lights - same design with longer chains. The
length of the chain varies from floor. Located 2 - 4th direct
center of the North and South Corridors.

Found In: 380 FOl.Jnd In:. 380
Main Corridor 3rd floor Main Corridor 3rd floor
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L-18 L-15

Newel post brass light, frosted glass globe, swags, eagle, foliated Track lighting
scrolls, finials
Quantity: 2 Quantity:  Varies
Condition:  Good Condition:  Good
Notes: 2 placed at each of the Grand marble stairs Notes: Few applications, and where used there is normally one track

with only a couple of heads.

Found In: 280 Found In: Various
Atruim, Rotunda, main corridors

Page XTX.TX.312 '
UTAHSTATE CAPITOL RENOVATION PLANNING SITE ANALYSIS COOPER  ROBERTS ARCHITECTS TEAM APPENDIX IX: ARCHITECTURF HISTORIC LIGHTING SURVEY REPORT




[-81

Parabolic

Quantity:
Condition:
Notes:

Found In:

UTAH STATE CAPITOL RENOVATION PLANNING SITE ANALYSIS COOPER  ROBERTS ARCHITECTS TEAM

Multiple
Good

Used in the more recent remodels. Varying grid sizes are
used throughout the builing.

Various

L-30

Brass chandelier with cut glass tear drops and upright candles.

Quantity: 1
Condition: Good

Notes: Center of room. Room split into 3 sections, the outer two
have no central lighting fixture. Unsure of its historicity.

Found In:  370c
Senate Lounge
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L-05 L-20

Historic brass fasces lamp post, with octagonal marble base, with Brass wall scone, 3-armed, hanging french teardrop crystals and cut-
ram’s head and frosted glass globe glass shades.

Quantity: 2 Quantity: ?
Condition: Good Condition: Good

Notes: Placed at the entry way to the House of Representatives Notes:  Appears only in gold room.
Found In: 380 Found In: 212
Main Corridor 3rd floor Gold Room
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L-36 5

Wall sconce. Vertical brass bar with hanging fixture and 7 exposed Brass wall sconce. Arm and "torch" with four bulbs and shade
bulbs
Quantity: 8 Quantity: 10
Condition: Good Condition: Good
Notes: Notes:
Found In: 331 Found In: 370
Supreme Court Chamber Senate Chamber
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L-21 L-38

French crystal chandelier, round suspended brass fixtures with cut- Brass lamp post with gold travertine octoagonal base, foliated
glass ornament and variety of crystals detailiing and molded glass globe.
Quantity: 4 Quantity: 2
Condition: Good Condition: Good
Notes: Located at beam intersections. 1 fell in 1966 and was Notes:

repaired with custom Czeckoslovakan crystal. These
chandeliers were originally designed by Kletting.

Found In: 212 Found In: 331
Gold Room Supreme Court Chamber
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L-17 L-04

Ceiling lamp mounted, cylindrical Brass chandelier: 18 (16+1+1) globes, eagle, chain
Quantity: ? Quantity: 1
Condition:  Good Condition:  Good
Notes: Notes: main chandelier. Has been replaced, updated and cleaned

several times. Weighs several tons.

Found In: 100VE Found In: 280
East Vestibule 1st Floor Atruim, Rotunda, main corridors
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L-05 L-39

Historic brass fasces lamp post, with octagonal marble base, with Fasces post holding metal rim w/ swags and smoked glass globes
ram’s head and frosted glass globe

Quantity: 2 Quantity: 12
Condition:  Good Condition:  Poor
Notes: lamp posts Notes: 4 are working - House wall sconce.
Found In: 370 Found In: 300
Senate Chamber House of Representatives Chamber
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